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10 Not Used 63⁄4

11 Not Used 73⁄4

12 Not Used 83⁄4

13 Not Used 93⁄4

14 Not Used 103⁄4

15 Not Used 113⁄4

16 Not Used 123⁄4

17 Not Used 133⁄4

18 Not Used 143⁄4

19 Not Used 153⁄4

20 Not Used 163⁄4

201⁄2 to 221⁄4 Not Used
Do Not

Cut

223⁄8 Used 43⁄4

23 Used 51⁄2

24 Used 61⁄2

25 Used 71⁄2

26 Used 81⁄2

27 Used 91⁄2

28 Used 101⁄2

29 Used 111⁄2

30 Used 121⁄2

31 Used 131⁄2

32 Used 141⁄2

33 Used 151⁄2

34 Used 161⁄2

341⁄2 to
36

Used
Do Not

Cut

EZ-STD-1
Backflow Support Kit
Thanks for purchasing an EZ-STD-1 pipe and backflow support 
kit. There is assembly and possible modifications that may be
necessary with this kit. Please read the instructions before 
installing the EZ-STD-1 kit. The EZ-STD-1 support kits are 
designed to be installed on a stable, level surface. Do not 
use in unstable areas or where compaction may occur.

Installation:
 1.  Remove all components from box.

 A. Yoke (2) E. 3" Stud (2)
 B. 5" Stud (2) F. Lower Tube (2)
 C. Adjusting Nut (2) G.  Base Bolt (2)
 D. Upper Tube (2) H. Base (2)

Note: There are components in the box for 2 complete stands.

 2.  Place the Yoke (A) below the surface to be supported and 
measure from the bottom of the Yoke to the Base mounting 
surface. Find measurement in Table.

 3.  Measure from the threaded end of the Upper Tube (D)
and mark for cut if necessary.

 4.  Cut tube and remove burrs from cut end.

 5.  Thread 5" Stud (B) into Yoke (A) until tight.

 6.  Thread Adjusting Nut (C) onto 5" Stud (B) with hex end
towards the Yoke (A).

 7.  Place Yoke assembly into the open end of Upper Tube (D)

 8.  For Assembly 223/8"-36" Support Stands, connect the Lower 
Tube (F) to the assembly using the 3" Stud (E). Please recycle 
the Lower Tube (F) and 3" Stud (E) which are not required for
8" – 22¼".

 9.  Attach Base (H) to assembly using Base Bolt (G).

 10.  Place Assembly below the valve or pipeline.

 11.  Rotate Adjusting Nut (C) until the Support Assembly
is secure.

 12.  Repeat steps 2-11 for 2nd support

 13.  Adequately fasten Mounting Plates to the mounting surface.

 14.  Installation is complete.

Limited Warranty: Ames Fire & Waterworks (the “Company”) warrants each product to be free from defects in material and workmanship under normal usage for a period of one year from the date 
of original shipment.  In the event of such defects within the warranty period, the Company will, at its option, replace or recondition the product without charge.  
THE WARRANTY SET FORTH HEREIN IS GIVEN EXPRESSLY AND IS THE ONLY WARRANTY GIVEN BY THE COMPANY WITH RESPECT TO THE PRODUCT.  THE COMPANY MAKES NO OTHER 
WARRANTIES, EXPRESS OR IMPLIED.  THE COMPANY HEREBY SPECIFICALLY DISCLAIMS ALL OTHER WARRANTIES, EXPRESS OR IMPLIED, INCLUDING BUT NOT LIMITED TO THE IMPLIED 
WARRANTIES OF MERCHANTABILITY AND FITNESS FOR A PARTICULAR PURPOSE.
The remedy described in the first paragraph of this warranty shall constitute the sole and exclusive remedy for breach of warranty, and the Company shall not be responsible for any incidental, special 
or consequential damages, including without limitation, lost profits or the cost of repairing or replacing other property which is damaged if this product does not work properly, other costs resulting 
from labor charges, delays, vandalism, negligence, fouling caused by foreign material, damage from adverse water conditions, chemical, or any other circumstances over which the Company has no 
control.  This warranty shall be invalidated by any abuse, misuse, misapplication, improper installation or improper maintenance or alteration of the product.  
Some States do not allow limitations on how long an implied warranty lasts, and some States do not allow the exclusion or limitation of incidental or consequential damages.  Therefore the above 
limitations may not apply to you.  This Limited Warranty gives you specific legal rights, and you may have other rights that vary from State to State.  You should consult applicable state laws to 
determine your rights.  SO FAR AS IS CONSISTENT WITH APPLICABLE STATE LAW, ANY IMPLIED WARRANTIES THAT MAY NOT BE DISCLAIMED, INCLUDING THE IMPLIED WARRANTIES OF 
MERCHANTABILITY AND FITNESS FOR A PARTICULAR PURPOSE, ARE LIMITED IN DURATION TO ONE YEAR FROM THE DATE OF ORIGINAL SHIPMENT.

www.amesfirewater.com

USA:  Backflow- 1427 N. Market Blvd • Suite #9 • Sacramento, CA 95834 • T: 916-928-0123 • F: 916-928-9333 A Watts Water Technologies Company

Control Valves- 18550 Hansen Road • Houston, TX 77075 • T: 713-943-0688 • F: 713-944-9445

Canada:  5435 North Service Rd. • Burlington, ONT. L7L 5H7• T: 905-332-4090 • F: 905-332-7068
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